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manual

Before starting to operate the charging station, 
carefully read the operating instructions and 
observe all warnings and instructions.

The installation, commissioning, maintenance 
and repair of the charging station must be carried 
out by qualified personnel.

Sections marked with this symbol indicate electrical voltage that poses a danger to life. Actions 
marked with this symbol MUST NOT be performed under any circumstances.

Danger!

Sections marked with this symbol indicate additional hazards that may result in damage to the device 
or other consumers. Actions marked with this symbol must be performed by qualified personnel 
and with SPECIAL CARE.

Caution!

Sections marked with this symbol indicate important information and particularities necessary for 
successful operation.

Notice!

The charging station may only be opened by qualified personnel who are familiar with the instruction 
manual (scan QR code).

Attention!

Dangerous electrical voltages occur inside the housing.

Attention!
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Phase L1

Connector for Status-LED in cover

Connection to external meter
(bus cable max. 1.5 mm²)

Through holes 
for mounting

Screw connection M25 for 
AC supply line, max. 4mm²

optional screw connection
M25 for LAN/bus line

Supply line
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EVU contact 
Actuation with 24 V
Plus-pole
Minus-pole

Bus B
Ground (GND) 

Bus A
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